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Scegli la certezza.
Aggiungl valore.

Certficato 1S-189548-01-08
25122008

FIRE SAFE TEST CERTIFICATE

Valve Type: NEW ARGOS 2"
To Drawing N° CAMPNEW3PZ 01 REV.0

Date 09-09-2008

CERTIFICATE NUMBER:

CLIENT:
ADDRESS:

REPORT NUMBER:

SCOPE OF REPORT:

TOV ITALIA S.R.L.
TUV SUD Group

Direzione & Sede Amministratva:

Via Giosué Carducci, 125 edificio 23

20099 Sesto San Giovanni (MI)

Sede legale: Via Mauro Macehi, 27 20124 Milano
Societs soggetta al controllo e al coordinamento di
Tovslo aG

1S-189549-01-08

EFFEBI S.P.A
Via G. Verdi, 68
25073 BOVEZZO (BS)

N° 02/10/08/N°CAMPNEW3PZ 01

Fire Safe test carried out according to Client procedure
ANSI /API STANDARD 607 Fifth edition June 2005
And 1SO 10497:2004

max BAR: 1,9

max °C: 929

CERTIFICATION DATE

25/10/2008

Telefono: +39 02 241301

Telefar: 3902 24130.389 Ssmsiokcrs Delegate:

Roberto Majocchi Registro delie imprese di Milano
n. iscrizione: e Cod. Fisc. 08822920155
REA 1255140 - P. IVA 02055510568
Capitale socialke : Euro 500.000 int. vers.
Coord. Bancarie: INTESA BCI-CINJ
c/c 000018978165 - ABI 03069 - CAB 32334
IBAN: IT34 J030 6532 9340 0001 8978 166

www vt



TUV ITALIA S.R.L.

TUV SUD Group

Via Giosue Carducci, 125 edificio 23
20099 Sesto San Giovanni (M)
Telefono: +39 02 24130.1
Telefax: +39 02 24130.399
www.tuv.it Italia

FIRE SAFE TECHNICAL REPORT

FIRE SAFE CERTIFICATE N°: 1S-189549-01-08

CLIENT DOSSIER N°®: N° 02/10/08/N°CAMPNEW3PZ 01

CLIENT: EFFEBI S.P.A

ADDRESS:  Via G. Verdi, 68 - 25073 BOVEZZO (BS)

QUALIFIED VALVE

VALVE SIZE: 2"
VALVE RATING CLASS: ASME 300
DRAWING N°: N® CAMPNEW3PZ 01 REV.0
VALVE TIPE: NEW ARGOS 2"
MAX BAR: 1.9
MAX °C: 929

RANGE AND TYPE OF 2 and below; 2%; 3; 4
VALVES COVERED: Class: 300; 400; 600

THE ABOVE MENTIONED VALVE SUCCESSFULLY PASSED THE FIRE SAFE IN
ACCORDANCE TO:

API| Standard 607 Fifth Edition, June 2005

ISO 10497-5: 2004

NOTES:

LOCATION AND DATE OF

e
TEST CARRIED OUT. | At CO.MA.IS(5 'S “Vid Marelli, 70 - 20043 Cerro Maggiore (MI)
N Ty
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